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Raporun sayfa sayisi +3
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Tiirk Akreditasyon Kurumu(TURKAK) deney raporlarnin taninmasi konusunda Avrupa Akreditasyon
Birligi(EA) ve Uluslararasi Laboratuvar Akreditasyon Birligi(ILAC) ile karsilikli taninma antlasmasni

imzalamistir.
The Turkish Accreditation Acency(TURKAK) is signatory to the multilateral agreements of the European co-operation for the
Accreditation(EA) and of the International Laboratory Accreditation(ILAC) for the Mutual recognation of test reports

Deney ve /veya élgiim sonuglari, genisletilmis élgiim belirsizlikleri ( olmasi halinde ) ve deney metodiari

bu sertifikanin tamamlayici kismi olan takip eden sayfalarda verilmistir .
The test and/or measurement results, the uncertainties ( if applicable ) with confidence probability and test methods are given on
the following pages which are part of this report
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Bu rapor, laboratuvarin yazili izni olmadan kismen kopyalanip ¢ogaltilamaz.
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TEST RAPORU

Yangin ve Teknik Ozellikleri

Refno.: 121451ERA

Testi Yaptiran: MULTIPLAN YALITIM SISTEMLERI SANAYI VE TICARET A.S.
E-5 Kara yolu Kiigiikyali Kavsagi Toplum Sok.No:3 Kiigiikyali, MALTEPE/ TURKIYE

TEST NUMUNESI

Uriin Adi  : MULTIPLAN MULTIBOARD

Uretici : NUH PANEL YAPI ELEMANLARI SAN. TiC. A.S.
GOSB Ihsan Dede Cad.No:111/B Gebze, KOCAELI/TURKIYE
Numune Uretim Tarihleri: 27.08.2012

Bilesim : Poliizosiyanurat (PIR) koptigiinden mamul, CTP (Cam elyaf takviyeli plastik)
kapli 1s1 yalitim levhast.

Goriiniim : Poliizosiyanurat (PIR) koptigtinden mamul 1s1 yalitim levhasinin yogunlugu 40
g/em’, kalmhgt 50 mm dir. Panelin iki yiizii kalinligi 15-30 p, birim alan agirhig 102 gsm olan
CTP (Cam elyaf takviyeli plastik) ile kaplidir.

Numune teslim tarihi: 16.11.2012 Numune alma: Numuneler iiretici tarafindan temin edilmistir.
Testin gerceklestirilme tarihi: 05.12.2012
TEST METODU: TS EN ISO 11925 -2

Alev uygulama siiresi: 15 s
Sartlandirma: TS EN 13238 Madde 4.3.c

OLCULEN DEGERLER VE TEST SONUCLARI

YUZEYDEN ALEVE MARUZ BIRAKMA Dikey Yatay

Numune No.: 1 2 3 1 2 3
Numunede Yanma: hayir  hayir  hayr hayir ~ hayir  hayr
Isaret[ler]e Ulagsmasa: hayir ~ hayir  hayir hayir ~ hayir  hayir
Filtre Kagidinda Yanma: hayir  hayir  hayir hayir ~ hayir  hayir

Test siiresince yapilan gozlemler: Numunede alevli damlamalar gézlenmemistir.

Bu rapor, laboratuvarin yazili izni olmadan kismen kopyalanip ¢ogaltilamaz.

imzasiz ve miihiirsiiz raporlar gegersizdir.

This report shall not be reproduced other than in full except with the permission of the laboratory. Testing reports without signature and
seal are not valid
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Sonug :

Bu deney sonucu, deneyin uygulandigi 6zel sartlar altinda bir mamuliin deney
numunesinin davranistyla ilgilidir; gergek kullanim sartlarindaki bir mamuliin potansiyel yangin
tehlikesinin degerlendirilmesi i¢in yegéne bir kriter degildir.

Rapor, test laboratuvarinin yazili onay: olmaksizin bliimler halinde kopyalanamaz
yalnizca biitiin olarak kopyalanabilir.

Bu rapor, laboratuvarin yazili izni olmadan kismen kopyalanip ¢ogaltilamaz.

imzasiz ve miihiirsiiz raporlar gecersizdir.

This report shall not be reproduced other than in full except with the permission of the laboratory. Testing reports without signature and
seal are not valid

Phone: +902626581662 Fax.: +902626581669 E-mail: info@erayonetim.com Web: www.erayonetim.com

FR1120/REV03/01.06.2012 Sayfa3/3




TURKAK @

TURK AKREDITASYON KURUMU TUE%M

TURKISH ACCREDITATION AGENCY
A tarafindan akredite edilmistir B s

AB-0330-T

l \ ERA LABORATUVARLARI A.S. AB-0330-T
TOSB TAYSAD Organize San Bol. 1. Cd . 15 .yol No:1 Sekerpinar-Cayirova-KOCAELi/TURKIYE

DENEY RAPORU FTST13018

TEST REPORT 18.03.2013
Miisterinin adi/adresi : MULTIPLAN YALITIM SISTEMLERI SANAY! VE TICARET AS.
Customer name/address E-5 Kara yolu Kiiglikyali Kavsagi Toplum Sok.No:3

Kiiglikyah, MALTEPE/ TURKEY

istek numarasi : 121451ERA
Order No.

Numunenin adi ve tarifi : MULTIPLAN MULTIBOARD
Name and identity of test sample

Numunenin kabul tarihi :16.11.2012
The date of receipt of sample

Aciklamalar
Remarks

Deneyin yapildigi tarih :05.12.2012
Date of test

Raporun sayfa sayisi :3
Number of pages of the Report

Tiirk Akreditasyon Kurumu(TURKAK) deney raporlarmin taninmasi konusunda Avrupa Akreditasyon
Birligi(EA) ve Uluslararasi Laboratuvar Akreditasyon Birligi(ILAC) ile karsilikli taninma antlasmasni

imzalamigtir.
The Turkish Accreditation Acency(TURKAK) is signatory to the multilateral agreements of the European co-operation for the
Accreditation(EA) and of the International Laboratory Accreditation(ILAC) for the Mutual recognation of test reports

Deney ve /veya 6l¢iim sonuglari, genisletilmis élgiim belirsizlikleri ( olmasi halinde ) ve deney metodlari
bu sertifikanin tamamlayici kismi olan takip eden sayfalarda verilmistir .

The test and/or measurement results, the uncertainties ( if applicable ) with confidence probability and test methods are given on
the following pages which are part of this report

atuvar Miidiirii
he Laboratory

Miihiir Tarih Deney Sorumlusu Labger

Seal-———~_ Date Person in charge of test Heagq

G

IL
18.03.2013 Hiisnii OGUZ Onur DAG

1/
,/,/

Bu rapor, laboratuvarin yazil izni olmadan kismen kopyalanip ¢ogaltilamaz.

imzasiz ve miihiirsiiz raporlar gecersizdir.

This report shall not be reproduced other than in full except with the permission of the laboratory. Testing reports without signature and
seal are not valid

Phone: +902626581662 Fax.: +902626581669 E-mail: info@erayonetim.com Web: www.erayonetim.com

FR1120/REV03/01.06.2012




AB-0330-T

E R A\ ERA LABORATUVARLARI A.S. FTST13018

aq

18.03.2013

TEST REPORT

on Fire and Technical Characteristics

Our ref.: 121451ERA

Sponsor: MULTIPLAN YALITIM SISTEMLERI SANAYI VE TICARET A.S.
E-5 Kara yolu Kiigiikyali Kavsagi Toplum Sok.No:3 Kiigiikyali, MALTEPE/ TURKEY

TEST ITEM
Product name : MULTIPLAN MULTIBOARD

Manufacturer : NUH PANEL YAPI ELEMANLARI SAN. TIC. A.S.

GOSB Ihsan Dede Cad.No:111/B Gebze, KOCAELI/TURKEY

Manufactured Date : 27.08.2012

Composition : Manufactured from polyisocyanurate (PIR) foam, CTP (Glass fiber reinforced
plastic) covered heat insulation panel.

Appearance : Density of the manufactured from polyisocyanurate (PIR) foam panel is 40
g/em’ thickness is 50 mm. Both sides of board is covered with CTP (Glass fiber reinforced

plastic) which has a thickness of 15-30p and mass per unit area of 102 gsm.

Date of receipt of the sample : 16.11.2012  Sampling: The samples were delivered by the sponsor
Date of realization of tests : 05.12.2012

TEST METHOD: TS EN ISO 11925 -2
The flame application time: 15 s
Conditioning: According to the TS EN 13238 Article 4.3.c

MEASURED VALUES AND THE TEST RESULTS

SURFACE FLAME ATTACK lengthwise crosswise

Sample No.: 1 2 3 1 2 3
Ignition of the sample: no no no no no no
Reaching the mark [ s |: no no no no no no
Ignition of the filter paper: no no no no no no

Observation during the test: No droplets were observed.

Bu rapor, laboratuvarin yazili izni olmadan kismen kopyalanip ¢ogaltilamaz.

imzasiz ve miihiirsiiz raporlar gecersizdir.

This report shall not be reproduced other than in full except with the permission of the laboratory. Testing reports without signature and
seal are not valid
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Conclusion:

The test results relate to the behaviour of the test specimen of a product under the
particular conditions of the test; they are not intended to be the sole criterion for assessing the
potential fire hazard of the product of use. The results of tests are concerned only with the
subject of testing.

The protocol shall not be reproduced except in full without the written approval of the
testing laboratory.

Bu rapor, laboratuvarin yazili izni olmadan kismen kopyalanip ¢ogaltilamaz.

imzasiz ve miihiirsiiz raporlar gecersizdir.
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